On top of stiffeners the pin's are to be fitted evenly.
Starting from 140 mm distance from top.
Distance between each pin on stiffener 300 mm.

Area between stiffeners equally distributed.
Starting from 100 mm distance from top.
In between evenly distributed approx 233 mm distance in height.
Same pin distribution in each section.
Maximum distance between pin's: 300 mm
Pin's equally distributed over the area.
Any smaller insulation pieces fitted by minimum two pin's
Refer also to drawing 6.10.36A

A-60 Bulkhead

Rockwool A/S - Marine & Offshore

Built-up and pin configuration of test installation, according to FTP Code
A-60 Bulkhead

Sheel construction built-up as per the PIP Code
4.5 mm surface
Silicones 731, 72 x 0.5 mm

Perma air to Meaning A to 15A